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36" FROM CONDUIT /
VENT OPENING

60" FROM CONDUIT /
VENT OPENING

CONDUIT / VENT OPENING (TYP);
SEAL PENETRATIONS WITH
NON—HARDENING ELECTRICAL
PUTTY.
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ALARM LIGHT. INSTALL
HERE WHEN PCP IS IN
FRP ENCLOSURE.
INSTALL ON BLDG
EXTERIOR WHEN PCP
IS IN PRECAST BLDG.

HAZARDOUS
LOCATION
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CLASS 1, DIVISION 1,

CLASS 1, DIVISION 2,
GROUP D HAZARDOUS GROUP D HAZARDOUS

(1) INSIDE WET WELL
(2) 3 PERIMETER AROUND HATCH

OPENING, 18” HIGH, (3) 3’ RADIUS
SPHERE FROM VENT OPENING

CLASS | DIVISION 2 CLASSIFICATION:
(1) INSIDE VALVE VAULT,
(2) 5 RADIUS SPHERE FROM VENT
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